EXIST MASONRY CHIMNEY
EXIST 20" DIAMETER
DOUBLE WALL BOILER FLUE

EXIST ANGLE IRON USED
TO STABLIZE FLUES WITHIN
EXIST CHIMNEY 33

8"¢ EMERGENCY Omzmm>._.om
EXHAUST STACK. EXTEND
STACK TO A POINT 2’0"
ABOVE EXIST CHIMNEY CAP.—

EXIST 4” DIAMETER
WATER HEATER FLUE
(B—VENT)

PROVIDE NEW ANGLE IRON
AROUND GENERATOR EXHAUST
STACK. FASTEN NEW ANGLE
IRON TO CHIMNEY CAP. DO
NOT WELD ANGLE IRON TO
SIDE OF GENERATOR STACK.

EMERGENCY GENERATOR
TERMINATION
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